
Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Monday/ January 06, 2014 12:38 PM 
Evangelista/ Pat; Haklar/ James; Molnar, William; Newton, Caroline; Santella/ Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 15 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, January 06, 201412:29 PM 
To: Gorman, John 
Subject: P .S. 15 Brooklyn smoking ballast incident 

Good afternoon John, 

P.S. 015 located at 71 Sullivan Street in Brooklyn had a visibly smoking ballast in the 1st floor hallway earlier today 1/6. 
The area was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The 
area will remain administratively closed pending wipe sample results. Parent notification letters will be sent. I will 
update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: Gorman, John 

Sent: Monday, January 06, 2014 9:48 AM 

To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 67 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Monday, January 06, 2014 9:45AM 

To: Gorman, John 

Subject: RE: P.S. 67 Bronx smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures were inspected and found to contain 3 leaking PCB ballasts in room 514. 

Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2
• The 

room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the room that is 6,000 cuft. I used 700 cfm (in 

case the duct had a bend). 700 cfm x 720 minutes /6,000 cuft = 84 air changes. 

Smoking ballast: 

Advance 

Let me know if you have any questions 

Regards, 

Phil 

From: Napolitano Philip 

Sent: Thursday, January 02, 2014 12:15 PM 

To: 'Gorman, John' (Gorman.John@epa.gov) 

Subject: P.S. 67 Bronx smoking ballast incident 

John: 

P .S. 67 located at 2024 Mohegan Avenue in the Bronx had a visibly smoking ballast in classroom 514 today 1/2/14. The 

classroom was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 

contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 

samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 

be sent. I will update you once wipe sample results are returned. 
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Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman/ John 

Thursday/ January 021 2014 4:54 PM 

Evangelista/ Pat; Haklarl James; Molnar/ William; Newton/ Caroline: Santella/ Dennis; 

Schulz/ Susan; Wienckoskt Ronald 

FW: P.S. 67 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Thursday, January 02, 2014 12:15 PM 

To: Gorman, John 

Subject: P .s. 67 Bronx smoking ballast incident 

John: 

P.S. 67 located at 2024 Mohegan Avenue in the Bronx had a visibly smoking ballast in classroom 514 today 1/2/14. The 

classroom was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 

contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 

samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 

be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: Gorman, John 
Sent: Wednesday, December 18, 2013 11:44 AM 
To: 
Subject 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 90 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov} 
Sent: Wednesday, December 18, 2013 11:42 AM 
To: Gorman, John 
Subject: RE: P.S. 90 Bronx smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures were inspected and found to contain 3 leaking PCB ballasts in the principal's office (room 203). Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ugjcm2• The room will be re~occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the room that is 2,080 cuft. I used 700 cfm (in case the duct had a bend). 700 cfm x 720 minutes I 2,080 cuft = 242 air changes. 

Smoking ballast info: 

Universal 

thermal protection - obscured 

manufacture date ~ obscured 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, December 17, 2013 2:14PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 90 Bronx smoking ballast incident 

John, 

P.S. 090 located at 1116 Sheridan Avenue in the Bronx had a visibly smoking ballast in the principal's office earlier today 12/17. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe samples will happen today. The environmental contractor will provide additional ventilation with a blower 
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unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you 

once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, December 17, 2013 2:15 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 90 Bronx smoking ballast incident 

From: Napolitano Philip Imailto:PNapolitano2@schools.nyc.govJ 
Sent: Tuesday, December 17, 2013 2:14PM 
To: Gorman, John 
Subject: P.S. 90 Bronx smoking ballast incident 

John, 

P.S. 090 located at 1116 Sheridan Avenue in the Bronx had a visibly smoking ballast in the principal's office earlier today 12/17. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 

Sent: Monday, December 16, 2013 1:14 PM 

To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 49 Bronx smoking ballast incident 

From: Napolitano Philip (mailto:PNapolitano2@schools.nyc.gov] 

Sent: Monday, December 16, 2013 11:18 AM 

To: Gorman, John 

Subject: RE: P.S. 49 Bronx smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures were inspected and found to contain 3 leaking PCB ballasts in room 136. 

Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The 

room will be re~occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the room that is 13,500 cuft I used 700 cfm (in 

case the duct had a bend). 700 cfm x 720 minutes /13,500 cuft = 37 air changes. 

Smoking ballast info: 

Universal 

No thermal protection 

No manufacture date 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Thursday, December 12, 2013 4:01PM 

To: 'Gorman, John' (Gorman.John@epa.gov) 

Subject: P.S. 49 Bronx smoking ballast incident 

P .S. 049 located at 383 East 139th Street in the Bronx had a visibly smoking ballast in room #136 earlier today 12/12. The 

room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 

samples will happen tomorrow. The environmental contractor will provide additional ventilation with a blower unit. The 
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room wiiJ remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: Gorman, John 

Sent: Monday, December 16,2013 8:17AM 

To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 233 Brooklyn smoking ballast incident 

From: Napolitano Philip {mailto:PNapolitano2@schools.nyc.gov] 

Sent: Monday, December 16, 2013 8:01AM 

To: Gorman, John 

Subject: RE: P.S. 233 Brooklyn smoking ballast incident 

Good morning John: 

As a follow up to my previous email, all 9 fixtures were inspected and found to contain NON PCB ballasts with no 

staining from rm 465. Wipe samples were taken and have been returned. Sample results are below the federal action 

level of 10 ug/cm2
• The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal 

fan. 

Smoking ballast - NON PCB 

Let me know if you have any questions 

Regards, 

Phil 

From: Napolitano Philip 

Sent: Wednesday, December 11, 2013 3:05PM 

To: 'Gorman, John' (Gorman.John@epa.gov) 

Subject: P .S. 233 Brooklyn smoking ballast incident 

Good afternoon John, 

P.S. 233 located at 9301 Avenue B in Brooklyn had a visibly smoking ballast earlier today 12/11 in room 465.The room 

was immediately evacuated and secured. Fans were put in place to aid in ventilation. Fixture removal and wipe samples 

will be completed today. The environmental contractor will provide additional ventilation with a blower unit. The room 

will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 

sample results are returned. 

Regards 

Phil 

Philip Napolitano 
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Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 
Sent: 
To: 

Friday, December 13, 2013 9:58 AM 
Schulz, Susan; Haklar, James Subject: Fw: December 16 - 17 NAS meeting information 

From: Szaro, Deb 
Sent: Friday, December 13, 2013 6:56:30 AM 
To: Thompson, Bob; Thomas, Kent; Gorman, John; Santella, Dennis; Maddaloni, Mark; Bourbon, John; O'Shea, Marie; Kubik, Kevin 
Subject: FW: December 16-17 NAS meeting information 

Fyi... 

From: Olson, Lisa 
sent: Thursday, December 12, 2013 6:19PM 
To: Bettencourt, Brenda; Caporale, Cynthia; Crossland, Ronnie; Hammerschmidt, Ron; Johnson, Arthur; Kelly, Joyce; Kubik, Kevin; Maxfield, Robert; Neleigh, David; Newton, Cheryl; Peyton, Mike; Pomponio, John; Quinones, Antonio; Robichaud, Jeffery; Szaro, Deb; Thomas, Deb; Wesolowski, Dennis; Wilkie, walter; Williamson, Ann; Zawlocki, Chris; Bennett, Gary; Bettencourt, Brenda; Bourbon, John; Burkhardt, Mark; Caporale, Cynthia; Davis, Michael; Dodo, Gerald; Kipp, Katrina; McMillin, Rick; Monday, Beverly; Neleigh, David; Pepich, Barry; Saunders, Greg; Schupp, George; Waterman, Ernest; Wesolowski, Dennis; Zawlocki, Chris Subject: December 16- 17 NAS meeting information 

Hello RS& T and lab Directors, 

Below is a link to the NAS website with information on the December 16-17 meeting regarding EPA's lab Enterprise. The public portion of the meeting is on December 16, and the agenda is on the website. 
http:ljwww8.nationafacademies.org/cp/meetingview.aspx?Meetingld=7001 

The NAS has decided not to have a VTC setup this time due to bandwidth problems. If you would like to call in, please contact Orin luke at oluke@nas.edu. 

Please let me know if you have any questions-

lisa 

Usa Olson 
Lead Region Coordinator for ORD/RS&T US EPA Region 10, Office of Environmental Assessment 1200 Sixth Avenue, MIS OEA-095 
Seattle, WA 98101 
Desk Phone: 206-553-0176 
BlackBerry: 206-321-2767 
Fax: 206-553-0119 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Thursday, December 12, 2013 4:05 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 49 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
sent: Thursday, December 12, 2013 4:01PM 
To: Gorman1 John 
Subject: P .S. 49 Bronx smoking ballast incident 

P.S. 0491ocated at 383 East 139tn Street in the Bronx had a visibly smoking ballast in room #136 earlier today 12/12. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen tomorrow. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar. James 

From: Gorman, John 

Sent: Thursday, December 12, 2013 11:16 AM 

To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 189 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Thursday, December 12, 2013 11:14 AM 
To: Gorman, John 
Subject: RE: P.S. 189 Brooklyn smoking ballast incident 

John: 

As a follow up to my previous email, 1 fixture was inspected and found to contain lleaking PCB ballast in room 401. 

Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The 

room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the room that is 6,000 cuft. I used 700 cfm (in 

case the duct had a bend). 700 cfm x 720 minutes /6,000 cuft = 84 air changes. 

Smoking ballast was missing the label. 

Let me know if you have any questions 

Regards, 

Phil 

From: Napolitano Philip 
Sent: Wednesday, December 11, 2013 9:15AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 189 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 189 located at 100 East New York Avenue in Brooklyn had a visibly smoking ballast in classroom# 401 earlier today 

12/11. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 

environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a 

blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 

notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 

Phil 

Philip Napolitano 
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Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Wednesday, December 11, 2013 3:11 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 233 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] Sent: Wednesday, December 11, 2013 3:05 PM 
To: Gorman, John 
Subject: P.S. 233 Brooklyn smoking ballast incident 

Good afternoon John, 

P.S. 233 located at 9301 Avenue Bin Brooklyn had a visibly smoking ballast earlier today 12/11 in room 465.The room was immediately evacuated and secured. Fans were put in place to aid in ventilation. Fixture removal and wipe samples will be completed today. The environmental contractor will provide additional ventilation with a blower unit. The room will remain dosed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: Gorman, John 
Sent: Wednesday, December 11, 2013 11:42 AM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 15 Brooklyn smoking incident 

from: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday! December 111 2013 11:42 AM 
To: Gorman, John 
Subject: RE: P.S. 15 Brooklyn smoking incident 

John: 

Please note the correct room is #126. 

As a follow up to my previous email, 1 fixture was inspected and found to contain 11eaking PCB ballast from room 126. 
Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The 
room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the room that is 3,800 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 720 minutes I 3,800 cuft = 132 air changes. 

Smoking ballast - Universal 

No thermal protection 

No manufacture date 

Let me know if you have any questions 

Regards, 
Phil 

from: Napolitano Philip 
Sent: Tuesday, December 10, 2013 3:39 PM 
To: 'Gorman/ John' (Gorman.John@epa.gov) 
Subject: P.S. 15 Brooklyn smoking incident 

John, 

P.S. 0151ocated at 71 Sullivan Street in Brooklyn had a visibly smoking ballast in room #124 earlier today 12/10. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 

sample results are returned. 
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Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent 
To: 

Subject: 

Gorman, John 

Wednesday, December 11, 2013 10:48 AM 

Evangelista/ Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella/ Dennis; 

Schulz/ Susan; Wienckoski1 Ronald 

FW: P.S. 189 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Wednesday, December 11, 2013 9:15AM 

To: Gorman, John 
SUbject: P .S. 189 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 1891ocated at 100 East New York Avenue in Brooklyn had a visibly smoking ballast in classroom# 401 earlier today 

12/11. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 

environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a 

blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 

notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

.From: Gorman, John 
Sent: Wednesday, December 11, 2013 10:25 AM 
To: Evangelista/ Pat; Haklar, James; Molnar/ William; Newton/ Caroline; Santella/ Dennis; 

Schulz, Susan; Wienckoski, Ronald 
Subject: FW: P.S. 64 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, December 11, 2013 10:08 AM 
To: Gorman, John 
Subject: RE: P.S. 64 Bronx smoking ballast incident 

John: 

As a follow up to my previous email, 5 fixtures were inspected and found to contain 5 leaking PCB ballasts in room 301B. 
Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2

• The 
room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the room that is 3/500 cuft. I used 700 cfm {in 
case the duct had a bend). 700 cfm x 720 minutes /3,500 cuft = 144 air changes. 

Smoking ballast info was illegible due to staining. 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Monday, December 09, 2013 3:19 PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 64 Bronx smoking ballast incident 

John, 

P.S. 0641ocated at 1425 Walton Avenue in the Bronx had a visibly smoking ballast in room# 301B earlier today 12/09. 
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

Regards 

Phil 
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Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City1 N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, December 10, 2013 3:47 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 15 Brooklyn smoking incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, December 10, 2013 3:39 PM 
To: Gorman, John 
Subject: P.S. 15 Brooklyn smoking incident 

John, 

P.S. 015 located at 71 Sullivan Street in Brooklyn had a visibly smoking ballast in room #124 earlier today 12/10. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe samples will happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Monday, December 09, 2013 6:43 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 64 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, December 09, 2013 3:19PM 
To: Gorman, John 
Subject: P .S. 64 Bronx smoking ballast incident 

P.S. 0641ocated at 1425 Walton Avenue in the Bronx had a visibly smoking ballast in room# 301B earlier today 12/09. 
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: Gorman, John 

Sent: Monday, December 09, 2013 1:47 PM 

To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 019 Queens leaking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, December 09, 2013 10:18 AM 
To: Gorman, John 
Subject: RE: P .5. 019 Queens leaking ballast incident 

Good morning John: 

As a follow up to my previous email, 3 fixtures containing 31eaking pcb ballasts were removed from room 417. 

Approximately 10 SQFT of floor tiles were impacted. Cleaning of the floor was completed by our environmental 

contractor. We took a total of 8 wipe samples from the impacted floor tiles. All sample results were below the federal 

action level of 10 ug/cm2• 7 results were below guidelines but above the detection limit. Since those results were above 

the detection limit, we re- cleaned the impacted area and re-tested. 8 samples were taken after the re-cleaning and 3 

samples were still above the detection limit. As a result, we removed approximately 10 sqft of floor tile. We tested the 

sub floor after tile removal and all 8 samples are below the detection limit. The tiles will be replaced and the room will 

be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower unit (max rating 980 cfm) ran for over 19 hours in the classroom that is 8,800 cuft. I used 700 cfm (in case 

the duct had a bend}. 700 cfm x 1140 minutes I 8,800 cuft = 90 air changes. 

Leaking ballast info was not provided due to missing label. 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Monday, December 02, 2013 1:21 PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 019 Queens leaking ballast incident 

John: 

P.S. 19 located at 98-02 Roosevelt Avenue in Queens reported an externally leaking ballast in room 417 earlier today 

12/2. The room was immediately evacuated and secured. The leak was reported on the classroom/s floor. A fan was put 

in place to aid in ventilation. Our environmental contractor will begin the cleaning process tonight. They will also provide 

additional ventilation with a blower unit. Wipe samples will be taken from the impacted area once cleaning is complete. 

The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once 

wipe sample results are returned. 
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Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: Gorman, John 

Sent: Friday, December 06, 2013 4:06 PM 

To: 
Cc: 

Haklar, James; Schulz, Susan; Santella, Dennis 

Molnar, William; Wienckoski, Ronald 

Subject: Fw: P.S. 2 Queens smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 

Sent: Friday, December 06, 2013 12:59:45 PM 

To: Gorman, John 

Subject: RE: P.S. 2 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 1 fixture was inspected and found to contain !leaking pcb ballast in room 

100. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2
• 

The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) ran for over 16 hours in the room that is 8,750 cuft. I used 700 cfm (in case the duct 

had a bend). 700 cfm x 960 minutes /8,750 cuft = 76 air changes. 

Smoking ballast info was illegible to due heavy staining. 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Thursday, December 05, 2013 2:01PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .s. 2 Queens smoking ballast incident 

John: 

P .S. 2 located at 75-10 21st Avenue in Queens had a visibly smoking ballast in classroom # 100 earlier today 12/5. The 

room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 

contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 

samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 

be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 
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Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman/ John 
Thursday/ December 05, 2013 2:01 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton/ Caroline; Santella, Dennis; 
Schulz/ Susan; Wienckoski, Ronald 
FW: P.S. 2 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] Sent: Thursday, December OS, 2013 2:01 PM 
To: Gorman, John 
Subject: P.S. 2 Queens smoking ballast incident 

John: 

P .S. 2 located at 75-10 21st Avenue in Queens had a visibly smoking ballast in classroom# 100 earlier today 12/5. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe samples will be taken as welL The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards/ 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: Gorman, John 

Sent: Thursday, December 05, 2013 1:28 PM 

To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 233 Brooklyn 3 smoking ballast incidents 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

sent: Thursday, December 05, 2013 1:24 PM 
To: Gorman, John 
Subject: RE: P .5. 233 Brooklyn 3 smoking ballast incidents 

Good afternoon John: 

As a follow up to my previous email, 1 fixture was inspected and found to contain 1 NON PCB ballast with historic 

staining from rm 465. 4 fixtures were inspected and found to contain 3 intact PCB ballasts and 11eaking pcb ballast rm 

305. Wipe samples were taken in both rooms and have been returned. Sample results are below the federal action level 

of 10 ugjcm2• The rooms will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan 

and blower unit. 

The blowers (max rating 980 cfm) have been running for over 12 hours in both rooms that are 9,000 cuft each. I used 

700 cfm (in case the duct had a bend). 700 cfm x 720 minutes /9,000 cuft = 56 air changes. 

Smoking ballast room 465- NON PCB (Advance) 

2 Smoking ballasts room 305- Universal, no date, no thermal protection and Advance, no date, no thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
sent: Wednesday, December 04, 2013 12:10 PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 233 Brooklyn 3 smoking ballast incidents 

Good afternoon John, 

P.S. 2331ocated at 9301 Avenue Bin Brooklyn had 3 visibly smoking ballasts earlier today 12/41 in room 465 and 2 in 

room 305.The rooms were immediately evacuated and secured. Fans were put in place to aid in ventilation. Fixture 

removal and wipe samples will be completed today. The environmental contractor will provide additional ventilation 

with a blower unit in each room. The rooms will remain closed pending wipe sample results. Parent notification letters 

will be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 
1 



Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 
Subject 
Attachments: 

Gorman, John 
Thursday, December 05, 2013 1:04 PM 
Schulz, Susan; Haklar, James; Santella, Dennis 
FW: PS 183 PCB light letter 
PS183_PCBLightingLtr.PDF 

Here's a copy of a letter that was sent out in schools with HID fixtures that potentially contain PCBs. 

From: Kraft, Nicole 
Sent: Thursday, December OS, 2013 12:50 PM 
To: Gorman, John 
Subject: PS 183 PCB light letter 

Nicole Foley Kraft I Section Chief I U.S. EPA Region 2/290 Broadway, NY, NY 10007 I ph: 212.637.3093/ fax: 212.637.3953/ kraft.nicole@epa.gov 
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Haklar, James 

From: Gorman, John 

Sent 
To: 

Wednesday, December 04, 2013 3:23 PM 

Subject: 
Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 276 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Wednesday/ December 041 2013 3:15 PM 

To: Gorman1 John 
Subject: RE: P.S. 276 Brooklyn smoking ballast incident 

John: 

As a follow up to my previous email, 1 fixture was inspected and found to contain 1 NON PCB ballast with historic 

staining from the bathroom. Wipe samples were taken and have been returned. Sample results are below the federal 

action level of 10 ug/cm2
• The room will be re-occupied. Parent notification letters will be sent. We ventilated with a 

pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the bathroom that is 1,600 cuft. I used 700 cfm 

(in case the duct had a bend). 700 cfm x 720 minutes I 1,600 cuft = 315 air changes. 

Smoking ballast- NON PCB (Advance) 

Let me know if you have any questions 

Regards, 

Phil 

From: Napolitano Philip 

Sent: Tuesday, December 031 2013 8:34 AM 

To: 'Gorman1 John' (Gorman.John@epa.gov) 

Subject: P .S. 276 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 2761ocated at 1070 East 83 Street Brooklyn had a visibly smoking ballast in the 1st floor girls bathroom earlier today 

12/3. The bathroom was immediately secured. A fan was put in place to aid in ventilation. Our environmental contractor 

will inspect/remove fixture tonight. The room will remain closed pending wipe samples. Parent notification letters will 

be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 
1 



Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44·36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject 

Gorman, John 

Wednesday, December 04, 2013 12:24 PM 

Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 

Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 233 Brooklyn 3 smoking ballast incidents 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov) 

Sent: Wednesday, December 04, 2013 12:10 PM 

To: Gorman1 John 

Subject: P .5. 233 Brooklyn 3 smoking ballast incidents 

Good afternoon John, 

P.S. 233 located at 9301 Avenue Bin Brooklyn had 3 visibly smoking ballasts earlier today 12/4 1 in room 465 and 2 in 

room 305.The rooms were immediately evacuated and secured. Fans were put in place to aid in ventilation. Fixture 

removal and wipe samples will be completed today. The environmental contractor will provide additional ventilation 

with a blower unit in each room. The rooms will remain closed pending wipe sample results. Parent notification letters 

will be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: Gorman, John 
Sent: Wednesday, December 04, 2013 12:23 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoskt Ronald 
FW: P.S. 318 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, December 04, 2013 12:16 PM 
To: Gorman, John 
Subject: RE: P.S. 318 Brooklyn smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures were inspected and found to contain 3 leaking PCB ballasts from room 
219B. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• 

The room will be re·occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 19 hours in the room that is 6,750 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1140 minutes I 6,750 cuft = 118 air changes. 

Smoking ballast info was not provided. 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, December 03, 2013 3:31 PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 318.Brooklyn smoking ballast incident 

John: 

P.S. 3181ocated at 101 Walton Street in Brooklyn had a visibly smoking ballast in classroom# 2198 earlier today 12/3. 
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 
be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
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Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 
Cc: 
Subject: 

Gorman, John 
Tuesday, December 03, 2013 4:29 PM 
schulz.susan; Haklar, James; Santella, Dennis; Evangelista, Pat; Newton/ Caroline 
Molnar, William; Wienckoski, Ronald 
Fw: P.S. 318 Brooklyn smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 
Sent: Tuesday, December 03, 2013 3:30:51 PM 
To: Gorman, John 
Subject: P.S. 318 Brooklyn smoking ballast incident 

John: 

P.S. 3181ocated at 101 Walton Street in Brooklyn had a visibly smoking ballast in classroom# 219B earlier today 12/3. 
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 
be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: Gorman, John Sent 
To: 
Cc: 

Tuesday, December 03, 2013 3:14 PM 
Santella, Dennis; Haklar, James; schulz.susan 
Molnar, William; Wienckoski, Ronald Subject: Fw: P.S. 203 Queens smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> Sent: Tuesday, December 03, 2013 2:58:23 PM 
To: Gorman, John 
Subject: RE: P.S. 203 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures were inspected and found to contain 3 leaking pcb ballasts in room 209. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2
• 

The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 
The blower (max rating 980 cfm) ran for over 16 hours in the room that is 9,500 cuft. I used 700 cfm (in case the duct had a bend). 700 dm x 960 minutes /9,500 cuft = 70 air changes. 

Smoking ballast info: 

Jefferson Electric 

No manufacture date 

No thermal protection 

let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Monday, December 02, 2013 1:11PM To: 'Gorman, John' (Gorman.John@epa.gov) Subject: P .S. 203 Queens smoking ballast incident 

Good afternoon John: 

P.S. 2031ocated at 53-11 Springfield Boulevard in Queens had a visibly smoking ballast in classroom# 209 earliertoday 12/1. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 
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Regards, 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent 
To: 

Subject: 

Gorman, John 

Tuesday, December 03, 2013 8:53 AM 

Evangelista/ Pat; Haklarf James; Molnar/ William; Newton/ Caroline; Santella, Dennis; 

Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 276 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

sent: Tuesday, December 031 2013 8:34AM 

To: Gorman1 John 

Subject: P .5. 276 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 276 located at 1070 East 83 Street Brooklyn had a visibly smoking ballast in the 1st floor girls bathroom earlier today 

12/3. The bathroom was immediately secured. A fan was put in place to aid in ventilation. Our environmental contractor 

will inspect/remove fixture tonight. The room will remain closed pending wipe samples. Parent notification letters will 

be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Monday, December 02, 2013 1:22 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 019 Queens leaking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, December 02, 2013 1:21PM 
To: Gorman, John 
Subject: P.S. 019 Queens leaking ballast incident 

John: 

P.S. 191ocated at 98-02 Roosevelt Avenue in Queens reported an externally leaking ballast in room 417 earlier today 
12/2. The room was immediately evacuated and secured. The leak was reported on the classroom's floor. A fan was put 
in place to aid in ventilation. Our environmental contractor will begin the cleaning process tonight. They will also provide 
additional ventilation with a blower unit. Wipe samples will be taken from the impacted area once cleaning is complete. 
The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once 
wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Monday, December 02, 2013 1:18 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 203 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, December 02, 2013 1:17PM 
To: Gorman, John 
Subject: RE: P .S. 203 Queens smoking ballast incident 

Correction - Incident happened today 12/2/13 not 12/1. Thanks 

From: Napolitano Philip 
Sent: Monday, December 02, 2013 1:11PM 
To: 'Gorman, John' (GormanJohn@epa.gov) 
Subject: P .S. 203 Queens smoking ballast incident 

Good afternoon John: 

P .S. 203 located at 53-11 Springfield Boulevard in Queens had a visibly smoking ballast in classroom # 209 earlier today 
12/1. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 
be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: Gorman, John 

Sent: 
To: 
Cc: 

Wednesday, November 27, 2013 4:56 PM 

Schulz, Susan; Santella, Dennis; Haklar, James 

Molnar, William; Wienckoski, Ronald 

Subject: Fw: P.S. 25 Queens smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 

Sent: Wednesday, November 27, 2013 9:57:46 AM 

To: Gorman, John 

Subject: RE: P.S. 25 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 8 fixtures were inspected and found to contain 8 intact pcb ballasts in rooms 261 

and 361. School staff was unable to pin-point the exact seurce of the smoke condition therefore both rooms were 

evacuated. Wipe samples were taken in both rooms and have been returned. Sample results are below the federal 

action level of 10 ug/cm2
• The rooms will be re-occupied. Parent notification letters will be sent. We ventilated with a 

pedestal fan and blower unit. 

The blower (max rating 980 cfm) ran for over 20 hours in the room that is 8,400 cuft. I used 700 dm (in case the duct 

had a bend). 700 cfm x 1200 minutes /8,400 cuft = 100 air changes. 

All ballasts were Advance with thermal protection 

Let me know if you have any questions 

Regards, 

Phil 

From: Napolitano Philip 

Sent: Monday, November 25, 2013 2:20PM 

To: 'Gorman, John' (Gorman.John@epa.gov) 

Subject: P .s. 25 Queens smoking ballast incident 

John: 

P.S. 25 located at 34-65 192nd Street in Queens had a visibly smoking ballast in room 261 earlier today 11/25. The room 

was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will 

provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen tonight. The room will 

remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample 

results are returned. 

Regards 

Phil 
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Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar. James 

From: Gorman, John 
Sent: Tuesday/ November 261 2013 8:34 AM 
To: 
Subject: 

Haklar! James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 155 Manhattan smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, November 26, 2013.8:26 AM 
To: Gorman, John 
Subject: RE: P.S. 155 Manhattan smoking ballast incident 

John: 

As a follow up to my previous email, 2 fixtures were inspected and found to contain 2 leaking pcb ballasts in room 225. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) ran for over 20 hours in the room that is 7,267 cuft. I used 700 cfm (in case the duct had a bend). 700 cfm x 1200 minutes /7,267 cuft = 115 air changes. 

Smoking ballast info: 

General Electric 

No manufacture date 

No thermal protection 

let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Friday, November 22, 2013 3:03PM 
To: 'Gorman, John' {Gorman.John@epa.gov) 
Subject: P .S. 155 Manhattan smoking ballast incident 

John: 

P.S. 1551ocated at 319 East 117th Street Manhattan had a visibly smoking ballast in classroom 225 earlier today 11/22. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will inspect and remove the fixture tomorrow. They will also provide additional ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 
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Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Monday, November 25, 2013 2:44 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 25 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, November 25, 2013 2:20PM 
To: Gorman, John 
Subject: P .S. 25 Queens smoking ballast incident 

John: 

P .S. 25 located at 34-65 192nd Street in Queens had a visibly smoking ballast in room 261 earlier today 11/25. The room 
was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor will 
provide additional ventilation with a blower unit. Fixture removal and wipe samples will happen tonight. The room will 
remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample 
results are returned. 

Regards 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: Gorman, John 
Sent: 
To: 
Cc: 

Monday, November 25, 2013 8:57 AM 
Schulz, Susan; Haklar, James; Santella, Dennis 
Molnar, William; Wienckoski, Ronald 

Subject: Fw: P.S. 364 Brooklyn leaking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 
Sent: Monday, November 25, 2013 8:09:23 AM 
To: Gorman, John 
Subject: RE: P.S. 364 Brooklyn leaking ballast incident 

Good morning John: 

As a follow up to my previous email, 2 fixtures containing 2 leaking pcb ballasts were removed from room 115. 
Approximately 25 SQFT of floor tiles were impacted. Cleaning of the floor was completed by our environmental 
contractor. We took a total of 5 wipe samples from the impacted floor tiles. All sample results are below the federal 
action level of 10 ug/cm2• 1 result was below guidelines but above the detection limit. Since that 1 sample was above the 
detection limit/ we re- cleaned the impacted area and re-tested. 5 samples were taken after the re-cleaning and all 5 
samples are below the detection limit. The room will be re-occupied. Parent notification letters will be sent. We 
ventilated with a pedestal fan and blower unit. 

The blower unit (max rating 980 cfm) ran for over 19 hours in the cafeteria that is 3,276 cuft. I used 700 cfm (in case the 
duct had a bend). 700 cfm x 1140 minutes /3,276 cuft = 243 air changes. 

Smoking ballast info: 

Illegible due to heavy staining 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, November 19, 2013 10:55 AM 
To: "Gorman, John' (Gorman.John@epa.gov)' 
Subject: P .S. 364 Brooklyn leaking ballast incident 

John: 

P.S. 364located at 1426 Freeport Loop in Brooklyn reported an externally leaking ballast in room 115 earlier today 
11/19. The room was immediately evacuated and secured. The leak was reported on the classroom's floor. A fan was 
put in place to aid in ventilation. Our environmental contractor will begin the cleaning process tonight. They will also 
provide additional ventilation with a blower unit. Wipe samples will be taken from the impacted area once cleaning is 
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complete. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update 

you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 
Cc: 
Subject: 

Gorman, John 
Friday, November 22/ 2013 6:27 PM 
Haklarf James; Schulz/ Susan; Newton/ Caroline; Evangelista/ Pat; Santella/ Dennis 
Molnar, William; Wienckoskif Ronald 
Fw: P.S. 45 Bronx Smoking ballast incident yesterday 11/21 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 
Sent: Friday, November 22, 2013 2:08:52 PM 
To: Gorman, John 
Subject: P.S. 45 Bronx Smoking ballast incident yesterday 11/21 

John: 

P.S. 045 located at 2502 Lorillard Place in the Bronx had a visibly smoking ballast in room 313 yesterday 11/21. The room 
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor 
inspected the fixture last night. 2 leaking PCB ballasts and 2 fixtures were removed. Wipe samples were taken and have 
been returned. Sample results are below the federal action level of 10 ug/cm2

• The room will be re-occupied. Parent 
notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 20 hours in the room that is 9,000 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1200 minutes I 9,000 cuft = 93 air changes. 

Smoking ballast info: 

Advance 

No date 

No thermal protection 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: 
Sent: 
To: 
Cc: 
Subject: 

Gorman/ John 
Friday, November 221 2013 6:26 PM 
Haklar, James; Schulz, Susan; Newton/ Caroline; Evangelista/ Pat; Santella/ Dennis 
Molnar, William; Wienckoski, Ronald 
Fw: P.S. 155 Manhattan smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 
Sent: Friday, November 22, 2013 3:03:26 PM 
To: Gorman, John 
Subject: P.S. 155 Manhattan smoking ballast incident 

John: 

P .S. 155 located at 319 East 117th Street Manhattan had a visibly smoking ballast in classroom 225 earlier today 11/22. 
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect and remove the fixture tomorrow. They will also provide additional ventilation with a blower unit. 
Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters 
will be sent. I will update you once wipe sample results are returned. 

Regards 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 
Sent: Thursday, November 21, 2013 3:22 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 5 Brooklyn smoking ballast incident yesterday 11/19 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Thursday, November 21, 2013 1:33PM 
To: Gorman, John 
Subject: RE: P.S. 5 Brooklyn smoking ballast incident yesterday 11/19 

John: 

As a follow up to my previous email, 2 fixtures were inspected and found to contain 2 leaking pcb ballasts in room 
307. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• 

The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 20 hours in the room that is 6,440 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1200 minutes /6,440 cuft = 130 air changes. 

Smoking ballast info was obscured by staining. 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Wednesday, November 20, 2013 8:38 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 5 Brooklyn smoking ballast incident yesterday 11/19 

Good morning John, 

P.S. OOSiocated at 820 Hancock Street in Brooklyn had a visibly smoking ballast in classroom 307 yesterday evening 
11/19. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a 
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 
notification letters will be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

1 



Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44~36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 
Sent: Thursday, November 21, 2013 1:24 PM 
To: 
Subject: 

Haldar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 203 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Thursday, November 21, 2013 1:23PM 
To: Gorman, John 
Subject: RE: P.S. 203 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 1 fixture was inspected and found to contain 11eaking pcb ballast in room 207. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The room will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 20 hours in the room that is 10,000 cuft.l used 700 cfm (in case the duct had a bend). 700 cfm x 1200 minutes /10,000 cuft = 84 air changes. 

Smoking ballast info was not provided. 

let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Wednesday, November 20, 2013 3:52PM 
To: 'Gorman1 John' (Gorman.John@epa.gov) 
Subject: P.S. 203 Queens smoking ballast incident 

John: 

P.S. 203 located at 53-11 Springfield Boulevard in Queens had a visibly smoking ballast in classroom# 207 earlier today 11/20. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 

1 



NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Wednesday, November 20, 2013 4:00 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 203 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, November 201 20133:52 PM 
To: Gorman, John 
Subject: P .s. 203 Queens smoking ballast incident 

John: 

P.S. 2031ocated at 53-11 Springfield Boulevard in Queens had a visibly smoking ballast in classroom# 207 earlier today 
11/20. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a 
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 
notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City/ N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Wednesday, November 20, 2013 8:54 AM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 5 Brooklyn smoking ballast incident yesterday 11/19 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, November 20, 2013 8:38 AM 
To: Gorman, John 
Subject: P.S. 5 Brooklyn smoking ballast incident yesterday 11/19 

Good morning John, 

P .S. 005 located at 820 Hancock Street in Brooklyn had a visibly smoking ballast in classroom 307 yesterday evening 
11/19. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a 
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 
notification letters will be sent. I will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, November 19, 2013 1:05 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 364 Brooklyn leaking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
sent: Tuesday1 November 19, 2013 10:55 AM 
To: Gorman, John 
Subject: P .S. 364 Brooklyn leaking ballast incident 

John: 

P.S. 3641ocated at 1426 Freeport loop in Brooklyn reported an externally leaking ballast in room 115 earlier today 
11/19. The room was immediately evacuated and secured. The leak was reported on the classroom's floor. A fan was 
put in place to aid in ventilation. Our environmental contractor will begin the cleaning process tonight. They will also 
provide additional ventilation with a blower unit. Wipe samples will be taken from the impacted area once cleaning is 
complete. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update 
you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar. James 

From: Gorman, John 
Sent: Tuesday, November 19, 2013 10:29 AM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 15 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, November 19, 2013 10:17 AM 
To: Gorman, John 
Subject: RE: P.S. 15 Brooklyn smoking ballast incident 

John: 

As a follow up to my previous email/ 2 fixtures containing 2 leaking pcb ballasts were removed from room 220. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2

• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 16 hours in the room that is 4,000 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 960 minutes /4,000 cuft = 168 air changes. 

Smoking ballast info: 

Universal 

No date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Monday, November 18, 2013 4:19PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 15 Brooklyn smoking incident 

John, 

P.S. 0151ocated at 71 Sullivan Street in Brooklyn had a visibly smoking ballast in room #220 earlier today 11/18. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

1 



Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 
Sent: Tuesday, November 19, 2013 10:16 AM 
To: 
Subject: 

Haklar, James; Molnar! William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 120 Queens smoking HID fixture incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
sent: Tuesday/ November 19, 2013 9:27 AM 
To: Gorman1 John 
Subject: RE: P .S. 120 Queens smoking HID fixture incident 

Good morning John: 

As a follow up to my previous email, 1 HID fixture was inspected in the auditorium. The fixture contained all NON PCB 
components with staining. Wipe samples were taken from the staining and have been returned. Sample results are 
below detection limit thus below the federal action level of 10 ug/cm2• The auditorium will be re~occupied. Parent 
notification letters will be sent. We ventilated with a pedestal fan and 2 blower units. 

The blowers (max rating 980 cfm) have been running for 18 hours in the auditorium that is 72,000 cuft. I used 1400 cfm 
(in case the duct had a bend). 1400 cfm x 1080 minutes /72,000 cuft = 21 air changes. 

Smoking ballast info: 

TOP STAR 100WATI Metal Halide 

Wipe test confirmed NON PCB 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
sent: Friday, November 15, 2013 12:30 PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 120 Queens smoking HID fixture incident 

Good afternoon John: 

P.S. 120 located at 58-01136th Street in Queens had a visibly smoking HID fixture in the auditorium earlier today 11/15. 
The auditorium was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental 
contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will be scheduled. 
The auditorium will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you 

once wipe sample results are returned. 

1 



Regards 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 
Sent: Tuesday, November 19, 2013 10:11 AM 
To: 
Subject: 

Haklar/ James; Molnar, William; Santella/ Dennis; Schulz/ Susan; Wienckoski/ Ronald 
FW: P.S. 171 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday1 November 191 2013 10:10 AM 
To: Gorman1 John 
Subject: RE: P.S. 171 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures were inspected and found to contain 3 intact pcb ballasts in the main 
lobby. The 3 ballasts were removed. Wipe samples were taken and have been returned. Sample results are below the 
federal action level of 10 ug/cm2• The lobby will be re-occupied. Parent notification letters will be sent. We ventilated 
with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 22 hours in the room that is 8500 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1320 minutes /8500 cuft = 108 air changes. 

Smoking ballast info: 

Advance 

No manufacture date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Monday1 November 18, 2013 12:29 PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 171 Queens smoking ballast incident 

P.S. 1711ocated at 14-14 29th Avenue in Queens had a visibly smoking ballast in the main lobby today 11/18. The area 
was immediately secured. A fan was put in place to aid in ventilation and the exit doors were chocked open . Fixture 
removal and wipe samples will be completed today. The environmental contractor will provide additional ventilation 
with a blower unit. The space will remain closed pending wipe sample results. Parent notification letters will be sent. I 
will update you once wipe sample results are returned. 

1 



Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Monday, November 18/ 2013 4:26 PM 
Evangelista/ Pat; Haklar1 James; Molnar/ William; Newton, Caroline; Santella! Dennis; 

Schulz! Susan; Wienckoskt Ronald 
FW: P.S. 15 Brooklyn smoking incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, November 181 2013 4:19PM 
To: Gorman, John 
Subject: P .S. 15 Brooklyn smoking incident 

John, 

P.S. 0151ocated at 71 Sullivan Street in Brooklyn had a visibly smoking ballast in room #220 earlier today 11/18. The 

room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 

samples will happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The 

room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 

sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman/ John 
Monday/ November 18, 2013 12:30 PM 

Evangelista/ Pat; Haklar/ James; Molnar/ William; Newton, Caroline; Santella/ Dennis; 

Schulz, Susan; Wienckoski, Ronald 

FW: P.S.171 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, November 18, 2013 12:29 PM 
To: Gorman, John 
Subject: P.S. 171 Queens smoking ballast incident 

John, 

P.S. 1711ocated at 14-14 29th Avenue in Queens had a visibly smoking ballast in the main lobby today 11/18. The area 

was immediately secured. A fan was put in place to aid in ventilation and the exit doors were chocked open . Fixture 

removal and wipe samples will be completed today. The environmental contractor will provide additional ventilation 

with a blower unit. The space will remain closed pending wipe sample results. Parent notification letters will be sent. 1 

will update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.¥.11101 

718 349 5583 tel 

1 





Haklar, James 

From: 
Sent: 
To: 

Subject 

Gorman, John 
Friday, November 15, 2013 12:58 PM 

Evangelista, Pat; Haklar, James; Molnar/ William; Newton, Caroline; Santella, Dennis; 

Schulz, Susan; Wienckoski, Ronald 

FW: P.S.120 Queens smoking HID fixture incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Friday, November 15, 2013 12:30 PM 

To: Gorman, John 
Subject: P.S. 120 Queens smoking HID fixture incident 

Good afternoon John: 

P.S. 120 located at 58-01136th Street in Queens had a visibly smoking HID fixture in the auditorium earlier today 11/15. 

The auditorium was immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental 

contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will be scheduled. 

The auditorium will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you 

once wipe sample results are returned. 

Regards 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 
Sent: Wednesday, November 13, 2013 12:41 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 192 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday! November 13, 2013 12:25 PM 
To: Gorman1 John 
Subject: RE: P.S. 192 Brooklyn smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures containing 3 leaking pcb ballasts were removed from room the main 
office. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 
ug/cm2

• The room will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and 
blower unit. 

The blower (max rating 980 cfm) has been running for over 18 hours in the room that is 9,600 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1080 minutes /9,600 cuft = 78 air changes. 

Smoking ballast info: 

Universal 

No date 

No thermal protection 

let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, November 121 2013 11:39 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 192 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 192 located at 4715 18th Avenue in Brooklyn had a visibly smoking ballast in the general office earlier today 11/12. 
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe 
samples will be taken as welL The room will remain closed pending wipe sample results. Parent notification letters will 
be sent. I will update you once wipe sample results are returned. 

1 



Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, November 12, 2013 11:56 AM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 192 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] Sent: Tuesday, November 12,2013 11:39 AM 
To: Gorman, John 
Subject: P.S. 192 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 192 located at 4715 18th Avenue in Brooklyn had a visibly smoking ballast in the general office earlier today 11/12. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will inspect/remove the fixture today. They will also provide additional ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: 
Sent: 
To: 
Subject: 

Gorman, John 
Tuesday, November 12, 2013 11:55 AM 
Haklarf James; Molnar/ William; Santella/ Dennis; Schulz/ Susan; Wienckoski, Ronald 
FW: P.S. 185 Queens smoking ballast incident yesterday 11n 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Friday, November 08, 2013 11:58 AM 
To: Gorman1 John 
Subject: RE: P.S. 185 Queens smoking ballast incident yesterday 11/7 

John: 

As a follow up to my previous email, 3 fixtures containing 3 leaking pcb ballasts were removed from room 303. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 18 hours in the room that is 8,500 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1080 minutes /8,500 cuft = 88 air changes. 

Smoking ballast info: 

Advance 

No date 

No thermal protection 

let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Friday, November 08, 2013 8:14AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 185 Queens smoking ballast incident yesterday 11/7 

Good morning John: 

P.S. 1851ocated at 147-26 25 Drive in Queens had a visibly smoking ballast in room 303 yesterday 11/7. The room was 
immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor provided 
additional ventilation with a blower unit. Fixture removal and wipe samples happened last night. The room will remain 
closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results 
are returned. 

1 



Regards 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, November 12, 2013 11:55 AM 
LaPosta, Dore; Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; 
Santella, Dennis; Schulz, Susan; Wienckoskt Ronald 
FW: P.S. 185 Queens smoking ballast incident yesterday 11/7 

This is the fifth notification of ballast failures at P.S. 185 in Queens since June. 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Friday, November 08, 2013 8:14AM 
To: Gorman, John 
Subject: P .S. 185 Queens smoking ballast incident yesterday 11/7 

Good morning John: 

P.S. 1851ocated at 147-26 25 Drive in Queens had a visibly smoking ballast in room 303 yesterday 11/7. The room was 
immediately evacuated and secured. A fan was put in place to aid in ventilation. The environmental contractor provided 
additional ventilation with a blower unit. Fixture removal and wipe samples happened last night. The room will remain 
closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample results 
are returned. 

Regards 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 

Sent: 
To: 
Cc: 

Wednesday,·November 06, 2013 10:08 AM 

Santella, Dennis; Haklar, James; Schulz, Susan 

Molnar, William; Wienckoski, Ronald 

Subject: Fw: P.S. 247 Brooklyn smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 

Sent: Wednesday, November 06, 2013 10:03:54 AM 

To: Gorman, John 

Subject: RE: P.S. 247 Brooklyn smoking ballast incident 

John: 

As a follow up to my previous email, 5 fixtures containing 51eaking pcb ballasts were removed from room 409. Wipe 

samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2
• The room 

will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 15 hours in the room that is 14,400 cuft. I used 700 cfm (in 

case the duct had a bend). 700 cfm x 900 minutes /14,400 cuft = 43 air changes. 

Smoking ballast info: 

Advance 

No date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, November OS, 2013 11:14 AM 

To: 'Gorman, John' (Gorman.John@epa.gov) 

Subject: P.S. 247 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 2471ocated at 700 21st Avenue in Brooklyn had a visibly smoking ballast in the library rm 409 today 11/05. The room 

was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will 

inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe samples will be 

1 



taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will 
update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 
Subject: 

Gorman, John 
Tuesday, November 05, 2013 12:12 PM 
Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 247 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, November 05, 2013 11:14 AM 
To: Gorman, John 
Subject: P.S. 247 Brooklyn smoking ballast incident 

Good morning John: 

P.S. 247 located at 700 21st Avenue in Brooklyn had a visibly smoking ballast in the library rm 409 today 11/05. The room 
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will 
inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe samples will be 
taken as well. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will 
update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 
Sent: Tuesday, November 05, 2013 12:05 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 97 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, November OS, 2013 11:31 AM 
To: Gorman, John 
Subject: RE: P .S. 97 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures containing 3 leaking pcb ballasts were removed from room 406. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 17 hours in the room that is 17,458 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1020 minutes /17,458 cuft = 40 air changes. 

Smoking ballast info: 

Advance 

No date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, November OS, 2013 9:00 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 97 Queens smoking ballast incident 

P.S. 0971ocated at 85-52 85th Street in Queens had a visibly smoking ballast in classroom 406 yesterday afternoon 11/4. 
The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples were completed last night. The environmental contractor provided additional ventilation with a blower unit. 
The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once 
wipe sample results are returned. 
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Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 
Cc: 
Subject: 

Gorman, John 
Tuesday, November 05, 2013 9:27 AM 

Haklar, James; Schulz, Susan; Santella, Dennis; Evangelista! Pat; Newton, Caroline 

Molnar, William; Wienckoski, Ronald 

Fw: P.S. 97 Queens smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 

Sent: Tuesday, November 05, 2013 9:00:17 AM 

To: Gorman, John 

Subject: P .S. 97 Queens smoking ballast incident 

John, 
P.S. 0971ocated at 85-52 85th Street in Queens had a visibly smoking ballast in classroom 406 yesterday afternoon 11/4. 

The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 

samples were completed last night. The environmental contractor provided additional ventilation with a blower unit. 

The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once 

wipe sample results are returned. 

Regards 
Phil 

Philip Napolitano 
Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 
Sent: Thursday, October 31, 2013 12:03 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 167 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Thursday, October 31, 2013 11:40 AM 
To: Gorman, John 
Subject: RE: P .5. 167 Brooklyn smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures containing 3 leaking pcb ballasts were removed from room 211. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the room that is 8000 cuft. I used 700 dm (in 
case the duct had a bend). 700 cfm x 720 minutes I 8000 cuft =63 air changes. 

Smoking ballast info: 

Universal 

No date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Wednesday, October 30, 2013 1:51 PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 167 Brooklyn smoking ballast incident 

Good afternoon John: 

P .S. 167 located at 1025 Eastern Parkway in the Brooklyn had a visibly smoking ballast in classroom 211 today 10/30. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 
be sent. I will update you once wipe sample results are returned. 
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Regards, 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 

Sent: Thursday, October 31, 2013 8:54 AM 

To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 101 Queens 2 smoking ballasts yesterday 10/30 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Thursday, October 31, 2013 8:52AM 
To: Gorman, John 
Subject: RE: P.S. 101 Queens 2 smoking ballasts yesterday 10/30 

FYI - Both smoking ballasts were NON PCB with historic staining. 

From: Napolitano Philip 
Sent: Thursday, October 31, 2013 8:02 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 101 Queens 2 smoking ballasts yesterday 10/30 

Good morning John: 

P.S. 1011ocated at 2 Russell Place in Queens had 2 visibly smoking ballasts in the 1st floor hallway yesterday afternoon 

10/30. The hallway was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 

environmental contractor inspected and removed both fixtures last night. They also provided additional ventilation with 

a blower unit. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 

ug/cm2• The hallway will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and 

blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the hallway that is 15,000 cuft. I used 700 cfm (in 

case the duct had a bend). 700 cfm x 720 minutes /15,000 cuft = 33 air changes. 

Smoking ballast info was not provided. 

Let me know if you have any questions 

Regards, 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

John: 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Thursday/ October 311 2013 8:19 AM 
Evangelista/ Pat; Haklar, James; Molnar, William; Newton/ Caroline; Santella/ Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 101 Queens 2 smoking ballasts yesterday 10/30 

from: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Thursday, October 311 2013 8:02 AM 
To: Gorman1 John 
Subject: P.S. 101 Queens 2 smoking ballasts yesterday 10/30 

Good morning John: 

P.S. 1011ocated at 2 Russell Place in Queens had 2 visibly smoking ballasts in the 1st floor hallway yesterday afternoon 
10/30. The hallway was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor inspected and removed both fixtures last night They also provided additional ventilation with 
a blower unit. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 
ug/cm2• The hallway will be re-occupied. Parent notification letters will be sent. We ventilated with a pedestal fan and 
blower unit. 

The blower (max rating 980 cfm) has been running for over 12 hours in the hallway that is 15,000 cuft. I used 700 cfm (in 
case the duct had a bend}. 700 cfm x 720 minutes /15,000 cuft = 33 air changes. 

Smoking ballast info was not provided. 

Let me know if you have any questions 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 
John: 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Wednesday, October 30, 2013 4:09 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 167 Brooklyn smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, October 30, 2013 1:51 PM 
To: Gorman, John 
Subject: P.S. 167 Brooklyn smoking ballast incident 

Good afternoon John: 

P.S. 1671ocated at 1025 Eastern Parkway in the Brooklyn had a visibly smoking ballast in classroom 211 today 10/30. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 
be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 
Sent: Tuesday, October 29, 2013 10:16 AM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 144 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, October 29, 2013 9:38AM 
To: Gorman, John 
Subject: RE: P.S. 144 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures containing 2 leaking pcb ballasts and 1 non pcb ballast were removed 
from room 402. Wipe samples were taken and have been returned. Sample results are below the federal action level of 
10 ug/cm2

• The room will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and 
blower unit. 

The blower (max rating 980 cfm) has been running for over 48 hours in the room that is 7600 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 2880 minutes /7600 cuft = 265 air changes. 

Smoking ballast info: 

Jefferson Electric Company 

No date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Friday, October 25, 2013 2:50PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 144 Queens smoking ballast incident 

John: 

P .S. 144 located at 93-02 69th Avenue in Queens had a visibly smoking ballast in classroom # 501 earlier today 10/25. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 
contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 
samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 
be sent. I will update you once wipe sample results are returned. 
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Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Friday, October 25, 2013 7:00 PM 

Haklar, James; Schulz, Susan; Santella, Dennis; Newton, Caroline; Evangelista, Pat; 

Molnar, William; Wienckoski, Ronald 

Fw: P.S. 144 Queens smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 

Sent: Friday, October 25, 2013 2:49:42 PM 

To: Gorman, John 

Subject: P .S. 144 Queens smoking ballast incident 

John: 

P.S. 1441ocated at 93~02 69th Avenue in Queens had a visibly smoking ballast in classroom# 501 earlier today 10/25. The 

room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental 

contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a blower unit. Wipe 

samples will be taken as well. The room will remain closed pending wipe sample results. Parent notification letters will 

be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44~36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: Gorman, John 
Sent: Friday, October 25, 2013 6:59 PM 
To: 
Cc: 

Santella, Dennis; Haklar, James; Schulz, Susan 
Molnar, William; Wienckoski, Ronald 

Subject: Fw: P.S. 60 Manhattan smoking ballast incident 

From: Napolitano Philip <PNapolitano2@schools.nyc.gov> 
Sent: Friday, October 25, 2013 2:50:30 PM 
To: Gorman, John 
Subject: RE: P.S. 60 Manhattan smoking ballast incident 

John: 

As a follow up to my previous email, 2 fixtures containing 2 non pcb ballasts with historic staining were removed from 
room 501. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 
ug/cm2

• The room will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and 
blower unit. 

The blower (max rating 980 cfm) has been running for over 2 hours in the room that is 3,000 cuft. I used 700 cfm (in case 
the duct had a bend). 700 cfm x 120 minutes I 31000 cuft = air changes. 

Smoking ballast info: 

NON PCB 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Thursday, October 24, 2013 1:49PM 
To: 'Gorman1 John' 
Subject: P .S. 60 Manhattan smoking ballast incident 

John: 

P.S. 60 located at 420 East 12th Street Manhattan had a visibly smoking ballast in the principal's office (rm 501) earlier 
today 10/24. The room was immediately evacuated and secured. A fan was put in place to aid in 
ventilation. Our environmental contractor will inspect/remove the fixture tonight. They will also provide additional 
ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample 
results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards 
Phil 

1 



Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 

Thursday, October 24, 2013 2:09 PM 

Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 

Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 60 Manhattan smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

sent: Thursday, October 24, 2013 1:49PM 

To: Gorman, John 
Subject: P.S. 60 Manhattan smoking ballast incident 

John: 

P.S. 60 located at 420 East 12th Street Manhattan had a visibly smoking ballast in the principal's office (rm 501) earlier 

today 10/24. The room was immediately evacuated and secured. A fan was put in place to aid in 

ventilation. Our environmental contractor will inspect/remove the fixture tonight. They will also provide additional 

ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample 

results. Parent notification letters will be sent. I will update you once wipe sample results are returned. 

Regards 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: Gorman/ John 
Sent: Thursday/ October 241 2013 10:12 AM 
To: Evangelista/ Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 

Schulz, Susan; Wienckoski1 Ronald 
Subject FW: P.S. 6 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Thursday, October 24, 2013 9:23 AM 
To: Gorman, John 
Subject: RE: P.S. 6 Bronx smoking ballast incident 

Good morning John, 

As a follow up to my previous email, our environmental contractor inspected the light fixture in room 108 and found an 
intact NONPCB ballast with no visible leakage or stains. Since the smoking ballast was NON PCB, we did not conduct PCB 
wipe sample test. The room will re-occupied. Parent notification letters will be sent. 

Smoking ballast info: 
NON PCB 

Please let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Wednesday, October 23, 2013 2:05PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .s. 6 Bronx smoking ballast incident 

Good afternoon John: 

P.S. 0061ocated at 1000 East Tremont Avenue in the Bronx had a visibly smoking ballast in classroom #108 earlier 
today 10/23. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The 
environmental contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will 
happen today. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will 
update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 
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NYC Department of Education 

Division of School Facilities 

44·36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar. James 

From: Gorman, John 
Sent: Wednesday, October 23, 2013 3:02 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 192 smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, October 23, 2013 3:01 PM 
To: Gorman/ John 
Subject: RE: P.S. 192 smoking ballast incident 

John: 

As a follow up to my previous email, 2 fixtures containing 21eaking pcb ballasts were removed from room 202. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2

• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower {max rating 980 cfm) has been running for over 18 hours in the room that is 9,800 cuft.l used 700 cfm (in 
case the duct had a bend). 700 cfm x 1080 minutes /9,800 cuft = 77 air changes. 

Smoking ballast info: 

Advance 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday/ October 22, 2013 2:57PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 192 smoking ballast incident 

John: 

P.S. 192 located at 4715 18th Avenue in Brooklyn had a visibly smoking ballast in room 202 earlier today 10/22. The room 
was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will 
inspect/remove the fixture possibly today or tomorrow at the latest. They will also provide additional ventilation with a 
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 
notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
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NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 

Wednesday, October 23, 2013 2:15 PM 

LaPosta, Dore; Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; 

Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 6 Bronx smoking ballast incident 

Fifth reported ballast incident for P .S. 006 in the Bronx. 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Wednesday, October 23, 2013 2:05 PM 

To: Gorman, John 
Subject: P .5. 6 Bronx smoking ballast incident 

Good afternoon John: 

P.S. 0061ocated at 1000 East Tremont Avenue in the Bronx had a visibly smoking ballast in classroom #108 earlier 

today 10/23. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. The 

environmental contractor will provide additional ventilation with a blower unit. Fixture removal and wipe samples will 

happen today. The room will remain closed pending wipe sample results. Parent notification letters will be sent. I will 

update you once wipe sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 
Sent: Wednesday, October 23, 2013 11:04 AM 
To: 
Subject: 

Haldar/ James; Molnar, William; Santella, Dennis; Schulz/ Susan; Wienckoski, Ronald 
FW: P.S. 25 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, October 23, 2013 10:29 AM 
To: Gorman, John 
Subject: RE: P.S. 25 Bronx smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures containing 3 leaking pcb ballasts were removed from room 401. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2

• The room 
will be re-occupied. Parent notification letters were sent We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for over 18 hours in the room that is 2,520 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1080 minutes /2,520 cuft = 300 air changes. 

Smoking ballast info was illegible 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, October 22, 2013 11:16 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 25 Bronx smoking ballast incident 

John, 

P.S. 025 located at 811 East 149th Street in the Bronx had a visibly smoking ballast in room# 401 earlier today 10/22. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

Regards 

Phil 
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Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 
Sent: Wednesday, October 23, 2013 10:00 AM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 140 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Wednesday, October 23, 2013 9:51 AM 
To: Gorman1 John 
Subject: RE: P.S. 140 Bronx smoking ballast incident 

John: 

As a follow up to my previous email, 3 fixtures containing 31eaking pcb ballasts were removed from the principal's 
office. Wipe samples were taken and have been returned. Sample results are below the federal action level of 10 
ug/cm2• The room will be re-occupied. Parent notification letters were sent We ventilated with a pedestal fan and 

blower unit. 

The blower (max rating 980 cfm) has been running for over 18 hours in the room that is 2400 cuft. I used 700 cfm (in 
case the duct had a bend). 700 cfm x 1080 minutes I 2400 cuft = 315 air changes. 

Smoking ballast info: 

Universal 

No date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Tuesday, October 22, 2013 8:59AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 140 Bronx smoking ballast incident 

John: 

P.S. 140 located at 916 Eagle Avenue in the Bronx had a visibly smoking ballast in the principal's office earlier today 
10/22. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor will inspect/remove the fixture tonight They will also provide additional ventilation with a 

1 



blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 

notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, October 22, 2013 3:12 PM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 192 smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, October 22, 2013 2:57PM 
To: Gorman, John 
Subject: P.S. 192 smoking ballast incident 

John: 

P.S. 192 located at 4715 18th Avenue in Brooklyn had a visibly smoking ballast in room 202 earlier today 10/22. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our environmental contractor will inspect/remove the fixture possibly today or tomorrow at the latest. They will also provide additional ventilation with a blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 
notification letters will be sent. I will update you once wipe sample results are returned. 

Regards/ 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City/ N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: Gorman, John 
Sent: Tuesday, October 22, 2013 2:50 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 35 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
sent: Tuesday, October 22, 2013 11:01 AM 
To: Gorman, John 
Subject: RE: P .S. 35 Bronx smoking ballast incident 

John: 

As a follow up to my previous email, 2 fixtures containing 2 leaking pcb ballasts were removed from room 201. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2

• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower {max rating 980 cfm) has been running for 18 hours in the room that is 7500 cuft. I used 700 cfm (in case the 
duct had a bend). 700 cfm x 1080 minutes I 7500 cuft = 100 air changes. 

Smoking ballast info: 

Westinghouse 

No date 

No thermal protection 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
sent: Monday, October 21, 2013 2:17PM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 35 Bronx smoking ballast incident 

John, 

P.S. 0351ocated at 261 East 163 Street in the Bronx had a visibly smoking ballast in room #201 earlier today 10/21. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 
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Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, October 22, 2013 2:40 PM 

Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 

Schulz, Susan; Wienckoski, Ronald 

FW: P.S. 25 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 

Sent: Tuesday, October 221 2013 11:16 AM 
To: Gorman, John 
Subject: P .S. 25 Bronx smoking ballast incident 

John, 

P .S. 025 located at 811 East 149th Street in the Bronx had a visibly smoking ballast in room # 401 earlier today 10/22. The 

room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 

samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The 

room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 

sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NY~ Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman~ John 
Tuesday! October 221 2013 9:01 AM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; WienckoskiJ Ronald 
FW: P.S. 140 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Tuesday, October 221 2013 8:59AM 
To: Gorman1 John 
Subject: P .S. 140 Bronx smoking ballast incident 

John: 

P.S. 140 located at 916 Eagle Avenue in the Bronx had a visibly smoking ballast in the principal's office earlier today 
10/22. The room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor will inspect/remove the fixture tonight. They will also provide additional ventilation with a 
blower unit. Wipe samples will be taken as well. The room will remain closed pending wipe sample results. Parent 
notification letters will be sent. I will update you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
long Island City, N.Y. 11101 
718 349 5583 tel 
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Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Tuesday, October 22, 2013 9:00 AM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 35 Bronx smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, October 21,2013 2:17PM 
To: Gorman, John 
Subject: P .s. 35 Bronx smoking ballast incident 

John, 

P.S. 0351ocated at 261 East 163 Street in the Bronx had a visibly smoking ballast in room #201 earlier today 10/21. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

1 





Haklar, James 

From: Gorman, John 
Sent: Monday, October 21, 2013 1:06 PM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 158 Bronx Smoking ballast incident 10/18 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, October 21, 2013 12:59 PM 
To: Gorman, John 
Subject: RE: P.S. 158 Bronx Smoking ballast incident 10/18 

John: 

As a follow up to my previous email, 1 fixture containing 11eaking pcb ballast was removed from the 3rd floor corridor on 
Saturday morning. Wipe samples were taken and have been returned. Sample results are below the federal action level 
of 10 ug/cm2

• The corridor will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan 
and blower unit. 

The blower {max .rating 980 cfm) has been running for over 48 hours in the corridor that is 15,000 cuft. I used 700 cfm {in 
case the duct had a bend). 700 cfm x 2880 minutes /15,000 cuft = 134 air changes. 

Smoking ballast info was not provided 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Monday, October 21, 2013 8:19AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P.S. 158 Bronx Smoking ballast incident 10/18 

Good morning John: 

P .S. 158 located at 800 Home Street in the Bronx had a visibly smoking ballast in the 3rd floor hallway on Friday evening 
10/18. The hallway was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor inspected and removed the fixture Saturday morning. They also provided additional 
ventilation with a blower unit. Wipe samples results are pending. Parent notification letters will be sent. I will update 
you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
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Division of School Facilities 
44-36 Vernon Boulevard 
long Island City} N.Y. 11101 
718 349 5583 tel 

2 



Haklar, James 

From: 
Sent: 
To: 

Subject: 

Gorman, John 
Monday, October 21, 2013 8:22 AM 
Evangelista, Pat; Haklar, James; Molnar, William; Newton, Caroline; Santella, Dennis; 
Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 158 Bronx Smoking ballast incident 10/18 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Monday, October 21, 2013 8:19AM 
To: Gorman, John 
Subject: P.S. 158 Bronx Smoking ballast incident 10/18 

Good morning John: 

P.S. 1581ocated at 800 Home Street in the Bronx had a visibly smoking ballast in the 3rd floor hallway on Friday evening 
10/18. The hallway was immediately evacuated and secured. A fan was put in place to aid in ventilation. Our 
environmental contractor inspected and removed the fixture Saturday morning. They also provided additional 
ventilation with a blower unit. Wipe samples results are pending. Parent notification letters will be sent. I will update 
you once wipe sample results are returned. 

Regards, 
Phil 

Philip Napolitano 
Deputy Director of Facilities 
NYC Department of Education 
Division of School Facilities 
44-36 Vernon Boulevard 
Long Island City, N.Y. 11101 
718 349 5583 tel 

1 





Haklar, James 

From: 
Sent 
To: 
Cc: 
Subject 

Gorman, John 

Thursday, October 17, 2013 11:04 AM 

Haklar, James; Santella, Dennis; Schulz, Susan; Newton, Caroline 

Molnar, William; Wienckoski, Ronald 

P.S. 113 Queens 

Phil Napolitano gave me a call about P.S. 113 in Queens. Apparently, the custodian found a leaking PCB ballast 

in an auditorium light fixture in August 2012. The custodian submitted a regular work order, not the required 

notification for PCB lighting fixtures, so it wasn't previously reported to us or acted upon in a timely 

manner. The fixture and (two others with "dark spots, but no leaks") has been replaced. The school is 

expected to get a complete lighting upgrade after Thanksgiving (out to bid now). Phil said that a parent 

recently learned about this and is very upset and we should anticipate a call. 

John Gorman, Chief 
Pesticides & Toxic Substances Branch 
USEPA Region 2 - Edison Facility 
Building 10 
2890 Woodbridge Avenue 
Edison, NJ 08837-3679 

732-321-6765 
Fax: 732-321-6788 
Cell: 908-420-4485 
gorman.john@epa.gov 
www .epa.gov/region02 

NOTICE: This communication may contain deliberative, confidential, attorney work product, or other enforcement­
sensitive information. Do not release under FOIA without appropriate review. If this message was sent to you in error, 

you must delete it and not print, copy, re-transmit, disseminate, or otherwise use the information. 
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Haklar, James 

From: Gorman, John 
Sent: Thursday, October 17,2013 5:55AM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 156 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Friday/ October 11, 2013 1:02PM 
To: Gorman, John 
Subject: RE: P.S. 156 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 2 fixtures containing 2 leaking pcb ballasts were removed from room 200A. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit. 

The blower (max rating 980 cfm) has been running for 24 hours in the room that is 4186 cuft. I used 700 cfm {in case the 
duct had a bend). 700 cfm x 1440 minutes /4186 cuft = 240 air changes. 

Smoking ballast info was not provided 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Thursday, October 10, 2013 10:17 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 156 Queens smoking ballast incident 

John, 

P.S. !56 located at 229- 07137th Avenue in Queens had a visibly smoking ballast in office200A this morning 10/10. The 
room was immediately secured. A fan was put in place to aid in ventilation. Fixture removal and wipe samples will 
happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The room will 
remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample 
results are returned. 

Regards 

Phil 
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Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 
Sent: Thursday, October 17, 2013 5:55AM 
To: 
Subject: 

Haklar, James; Molnar/ William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 156 Queens smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Friday, October 11, 2013 1:02PM 
To: Gorman, John 
Subject: RE: P.S. 156 Queens smoking ballast incident 

John: 

As a follow up to my previous email, 2 fixtures containing 2 leaking pcb ballasts were removed from room 200A. Wipe 
samples were taken and have been returned. Sample results are below the federal action level of 10 ug/cm2

• The room 
will be re-occupied. Parent notification letters were sent. We ventilated with a pedestal fan and blower unit 

The blower (max rating 980 cfm) has been running for 24 hours in the room that is 4186 cuft. I used 700 cfm (in case the 
duct had a bend). 700 cfm x 1440 minutes I 4186 cuft = 240 air changes. 

Smoking ballast info was not provided 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Thursday, October 10, 2013 10:17 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 156 Queens smoking ballast incident 

John, 

P.S. 156 located at 229-07 137th Avenue in Queens had a visibly smoking ballast in office200A this morning 10/10. The 
room was immediately secured. A fan was put in place to aid in ventilation. Fixture removal and wipe samples will 
happen tonight. The environmental contractor will provide additional ventilation with a blower unit. The room will 
remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe sample 
results are returned. 

Regards 

Phil 
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Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 

Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 



Haklar, James 

From: Gorman, John 
Sent: Thursday, October 17, 2013 5:55AM 
To: 
Subject: 

Haklar, James; Molnar, William; Santella, Dennis; Schulz, Susan; Wienckoski, Ronald 
FW: P.S. 57 Manhattan smoking ballast incident 

From: Napolitano Philip [mailto:PNapolitano2@schools.nyc.gov] 
Sent: Friday, October 11, 2013 8:11AM 
To: Gorman, John 
Subject: RE: P.S. 57 Manhattan smoking ballast incident 

Good morning John: 

As a follow up to my previous email, 1 fixture was inspected and found to contain a non pcb ballast with no staining. 
Wipe samples were not taken. The room will be re-occupied. Parent notification letters were sent. We did not provide 
an additional blower unit. 

Smoking ballast info: NON PCB 

Let me know if you have any questions 

Regards, 
Phil 

From: Napolitano Philip 
Sent: Thursday/ October 10, 2013 10:08 AM 
To: 'Gorman, John' (Gorman.John@epa.gov) 
Subject: P .S. 57 Manhattan smoking ballast incident 

John, 

P.S. 57 located at 176 East usth Street in Manhattan had a visibly smoking ballast in room 228 this morning 10/10. The 
room was immediately evacuated and secured. A fan was put in place to aid in ventilation. Fixture removal and wipe 
samples will happen today. The environmental contractor will provide additional ventilation with a blower unit. The 
room will remain closed pending wipe sample results. Parent notification letters will be sent. I will update you once wipe 
sample results are returned. 

Regards 

Phil 

Philip Napolitano 

Deputy Director of Facilities 

NYC Department of Education 
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Division of School Facilities 

44-36 Vernon Boulevard 

Long Island City, N.Y. 11101 

718 349 5583 tel 

2 


